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F.101 Fire Chief  
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Administration 

Admin 
TBD 
 

   
Primary Design Factors   

Design Requirements: Private office appropriate to function and status of the Fire Chief. Office should 
accommodate desk/workstation as well as meeting area for small meetings  
ADA-compliant design throughout. 

    
Program Requirements Description:   

Use: Private office, and small meetings Program: 250 NSF 
Category: Office Designed:        
Occupancy (normal/surge): 1 to 6   
Frequency/Duration of Use: Daily, typical business hours   
Adjacencies/Separations: Adjacent to Administrative Assistant, Chiefôs Lav. & 

Proximate to Deputy Chief & Conference room 
  

Critical Dimensions:    
Location/Level: Upper Level preferred   
Special Requirements:    
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics: STC 50-55   
Security:    
Other: Includes Closet at 10 NSF   
    
Services & Environment Description: Detail: Specification: 

Electrical: Outlets (on emergency power)   
Lighting: Office standard (50 lux), plus task lighting   
Voice/Data: Min (2) phone &  data connections    
Communications: Telephone, Radio monitor   
Audio-Visual: CATV   
HVAC: Office standard   
Plumbing: None   
Fire Suppression: Per code   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Carpet, vinyl/rubber or carpet base   
Walls: GWB   
Ceiling: ACT   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: Wood door in HM frames, lockset,    
Windows/Glazing: Exterior (insulated, low-E), operable   
Window Coverings: Blinds or shades for sun control   
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items: Closet shelving & hanger pole   
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Furniture & Equipment Description: Detail: Specification: 

Furniture: Desk/workstation, credenza, executive chair, visitor 
chairs, small meeting table 

  

Fittings/Miscellaneous:    
Signage: Room identifier   
Audio-Visual/Special: Wall mounted flat screen TV/ monitor   
Office Equipment: Lateral 2-drawer file cabinets (2)   
Other: Clock (network)   
    
Security Systems Description: Detail: Specification: 

Access Control: Card reader   
Alarms:    
Security Video:    
    
Notes & Comments    

 Daylight/ exterior views 
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F.102 Chiefôs Lavatory 
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Administration 

Admin  
TBD 
 

   
Primary Design Factors   

Design Requirements: All plumbing fixtures & accommodations to be ADA compliant 
ADA-compliant design throughout. 

    
Program Requirements Description:   

Use: Private lavatory & change / shower area for the 
Fire Chief 

Program: 70 NSF 

Category: Toilet/ Shower/ Sink Designed:  
Occupancy (normal/surge): 1   
Frequency/Duration of Use: Daily, typical & extended business hours   
Adjacencies/Separations: Direct access from Chiefôs Office   
Critical Dimensions:    
Location/Level: TBD   
Special Requirements: ADA-compliant   
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics: STC 45   
Security/Ballistic:    
Other:    
    
Services & Environment Description: Detail: Specification: 

Electrical: GFI   
Lighting: LED Mold & Moisture Resistant (MMR) GWB   
Voice/Data:    
Communications:    
Audio-Visual:    
HVAC: Toilet/ shower exhaust   
Plumbing: Toilet, shower, handsink   
Fire Suppression:    
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Tile   
Walls: Tile/ MMR GWB   
Ceiling: GWB   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: Wood door in HM frames, privacy set   
Windows/Glazing:    
Window Coverings:    
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items:    
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Furniture & Equipment Description: Detail: Specification: 

Furniture:    
Fittings/Miscellaneous: Wall mirror/ medicine cabinet   
Signage:    
Audio-Visual/Special:    
Office Equipment:    
Other: Standard washroom accessories   
    
Security Systems Description: Detail: Specification: 

Access Control: Card reader   
Alarms: Call alarm   
Security Video:    
    
Notes & Comments    
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F.103 Deputy Fire Chiefôs Office 
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Administration 

Admin 
TBD 
 

   
Primary Design Factors   

Design Requirements: Private office appropriate to function and status of the Deputy Fire Chief. Office 
should accommodate desk/workstation, & small meetings.   
ADA-compliant design throughout. 

    
Program Requirements Description:   

Use: Private office Program: 190 NSF 

Each 
Category: Office Designed:         
Occupancy (normal/surge): 1 to 3   
Frequency/Duration of Use: Daily, typical & extended business hours   
Adjacencies/Separations: Proximate to Administrative Assistant, Chiefôs office 

&  Conference room 
  

Critical Dimensions:    
Location/Level: Upper Level preferred   
Special Requirements:    
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics: STC 50-55   
Security:    
Other: Includes Closet at 10 NSF   
    
Services & Environment Description: Detail: Specification: 

Electrical: Outlets (on emergency power)   
Lighting: LED office standard (50 lux), plus task lighting   
Voice/Data: Min (2) phone &  data connections    
Communications: Telephone, Radio monitor   
Audio-Visual: CATV   
HVAC: Office standard   
Plumbing: None   
Fire Suppression: Per code   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Carpet, vinyl/ rubber or carpet base   
Walls: GWB   
Ceiling: ACT   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: Wood door in HM frames, lockset,    
Windows/Glazing: Exterior (insulated, low-E), operable    
Window Coverings: Blinds or shades for sun control   
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items:    
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Furniture & Equipment Description: Detail: Specification: 

Furniture: Desk/workstation, executive chair, small meeting 
table & visitor chairs,  

  

Fittings/Miscellaneous:    
Signage: Room identifier   
Audio-Visual/Special: Wall mounted flat screen TV/ monitor   
Office Equipment: Lateral file cabinets (2)   
Other: Clock (network)   
    
Security Systems Description: Detail: Specification: 

Access Control: Card reader   
Alarms: Call alarm   
Security Video:    
    
Notes & Comments    

 Daylight/ exterior views preferred 
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F.104 Lieutenantsô Office 
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Administration 

Admin 
TBD 
 

   
Primary Design Factors   

Design Requirements: Shared office appropriate to function and status of the (4) Shift Lieutenants. 
Office should accommodate desk/workstation, (4) lockers and bunk.   
ADA-compliant design throughout. 

    
Program Requirements Description:   

Use: Shared office and bunk space Program: 190 NSF 
Category: Office Designed:         
Occupancy (normal/surge): 1   
Frequency/Duration of Use: 24/7   
Adjacencies/Separations: Proximate to Administration   
Critical Dimensions:    
Location/Level: Upper Level preferred   
Special Requirements:    
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics: STC 50-55   
Security: Locking door, locking files, locking storage   
Other:    
    
Services & Environment Description: Detail: Specification: 

Electrical: Outlets (on emergency power)   
Lighting: LED office standard (50 lux), plus task lighting   
Voice/Data: Min (2) phone & data connections    
Communications: Telephone, Radio monitor   
Audio-Visual: CATV   
HVAC: Office standard   
Plumbing: None   
Fire Suppression: Per building   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Carpet, vinyl/carpet base   
Walls: GWB   
Ceiling: ACT   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: Wood door in HM frames, lockset,    
Windows/Glazing: Exterior (insulated, low-E coatings), operable     
Window Coverings: Window treatment/ shades ï black-out   
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items: (4) wardrobe lockers   
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Furniture & Equipment Description: Detail: Specification: 

Furniture: Desk/workstation, 24/7 task chair, bunk bed   
Fittings/Miscellaneous:    
Signage: Room identifier   
Audio-Visual/Special: Wall mounted flat screen TV/ monitor   
Office Equipment: Lockers (4), file cabinets   
Other: Clock (network)   
    
Security Systems Description: Detail: Specification: 

Access Control: Card reader   
Alarms: Call alarm   
Security Video:    
    
Notes & Comments    
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F.105 Administrative Assistants  
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Administration 

Admin 
 
 

   
Primary Design Factors   

Design Requirements: Shared office and public reception space.  Space to house (2) workstations for 
Administrative Assistants and a Lobby counter & transaction window/ wall to 
serve visiting public. 

    
Program Requirements Description:   

Use: Shared office and public reception space.   Program: 180 NSF 
Category: Office Designed:         
Occupancy (normal/surge): 2-3   
Frequency/Duration of Use: Daily, typical business hours   
Adjacencies/Separations: Adjacent to Fire Chief & proximate to other 

Administration & FPO spaces  
  

Critical Dimensions:    
Location/Level: Upper Level preferred   
Special Requirements:    
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics: STC 45-50   
Security:    
Other: Optional bullet-resistant separation/ transaction 

window at public access 
  

    
Services & Environment Description: Detail: Specification: 

Electrical: Outlets (on emergency power)   
Lighting: LED office standard (50 lux), plus task lighting   
Voice/Data: Min (3) phone & (6) data connections    
Communications: Telephone, Radio monitor   
Audio-Visual:    
HVAC: Office standard   
Plumbing: None   
Fire Suppression: Per code   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Carpet, vinyl/ rubber or carpet base   
Walls: GWB   
Ceiling: ACT   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: Wood door in HM frames, lockset,    
Windows/Glazing: Exterior (insulated, low-E), operable    
Window Coverings:    
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items: Reception counter   
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Furniture & Equipment Description: Detail: Specification: 

Furniture: (2) Desk/workstations, task chairs, visitor chairs, 
printer cabinet/ counter & storage units 

  

Fittings/Miscellaneous:    
Signage: Room identifier   
Audio-Visual/Special:    
Office Equipment: File cabinets   
Other: Clock (network)   
    
Security Systems Description: Detail: Specification: 

Access Control: Card reader   
Alarms: Duress alarm, call alarm   
Security Video:    
    
Notes & Comments    

 Daylight/ exterior views preferred 
Second Admin. Assistant to support Fire Prevention Office (FPO) 
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F.106 Conference Room 
Room No:  
 

Department: 
Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Administration 

Admin  
TBD 
 

   
Primary Design Factors   

Design Requirements: Space for small department meetings (6-12p) and incident management, 
tele/video conferencing, major fire coordination and other uses. The room should 
be located to be accessible by other Department personnel. 
ADA-compliant design throughout. 

    
Program Requirements Description:   

Use: Conferences, meetings, training for small groups & 
Executive E.O.C. meeting room 

Program: 320 NSF 

Category: Office Designed:  
Occupancy (normal/surge): 6-12   
Frequency/Duration of Use: Daily, typical business & extended/ after hours   
Adjacencies/Separations: Proximate to Fire Chief, Admin functions & E.O.C. 

 
  

Critical Dimensions: 14ô x 21ô approx.   
Location/Level: TBD   
Special Requirements:    
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics: STC 50-55   
Security/Ballistic:    
Other:    
    
Services & Environment Description: Detail: Specification: 

Electrical: Outlets (on emergency power)   
Lighting: LED conference standard (50 lux), dimmable    
Voice/Data: Multiple phone & data - 6 min.  Wireless data 

connection.  
  

Communications: Radio monitor, teleconferencing equipment   
Audio-Visual: CATV, Ceiling mounted projector & speakers   
HVAC: Office standard (CO2 detector/ demand ventilation)   
Plumbing: None   
Fire Suppression: Per code   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Carpet, vinyl rubber or/carpet base   
Walls: GWB   
Ceiling: ACT/GWB   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: Wood door in HM frames, lockset   
Windows/Glazing: Sidelights optional   
Window Coverings: Blackout blinds (TBD)   
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items: Credenza   
    
    
    
    
    



Taunton Public Safety Complex        
Fire Department Space Needs Assessment 

 

 
  CBA Project 202240 Project #UMBA 07-A1 
     Section 5 ï Page 12 

Furniture & Equipment Description: Detail: Specification: 

Furniture: Conference table, (12) chairs, credenza (TBD)   
Fittings/Miscellaneous: Tackboard/ whiteboard    
Signage: Room identifier   
Audio-Visual/Special: TBD, Wall mounted flat screen TV/ monitor 

(networked) 
  

Office Equipment:    
Other: Clock (network)   
    
Security Systems Description: Detail: Specification: 

Access Control: Card reader   
Alarms: Call alarm   
Security Video:    
    
Notes & Comments    

 Larger department meetings to use Shared Multi-purpose Meeting/ Training 
Room 
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F.107 Captain Fire Prevention Office 
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Administration 

Admin 
TBD 
 

   
Primary Design Factors   

Design Requirements: Private office appropriate to function and status of the Captain of the Fire 
Prevention Office (FPO). Office should accommodate desk/workstation, & small 
meetings.   
ADA-compliant design throughout. 

    
Program Requirements Description:   

Use: Private office Program: 180 NSF 

Each 
Category: Office Designed:         
Occupancy (normal/surge): 1 to 3   
Frequency/Duration of Use: Daily, typical & extended business hours   
Adjacencies/Separations: Direct access to Fire Prevention Office, Proximate 

to Administrative Assistant, Conference room & 
public access 

  

Critical Dimensions:    
Location/Level: TBD   
Special Requirements:    
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics: STC 50-55   
Security:    
Other:    
    
Services & Environment Description: Detail: Specification: 

Electrical: Outlets (on emergency power)   
Lighting: LED office standard (50 lux), plus task lighting   
Voice/Data: Min (2) phone &  data connections    
Communications: Telephone, Radio monitor   
Audio-Visual: CATV   
HVAC: Office standard   
Plumbing: None   
Fire Suppression: Per code   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Carpet, vinyl/ rubber or carpet base   
Walls: GWB   
Ceiling: ACT   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: Wood door in HM frames, lockset,    
Windows/Glazing: Exterior (insulated, low-E), operable    
Window Coverings: Blinds or shades for sun control   
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items:    
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Furniture & Equipment Description: Detail: Specification: 

Furniture: Desk/workstation, executive chair, small meeting 
table & visitor chairs,  

  

Fittings/Miscellaneous:    
Signage: Room identifier   
Audio-Visual/Special: Wall mounted flat screen TV/ monitor   
Office Equipment: Lateral file cabinets (2)   
Other: Clock (network)   
    
Security Systems Description: Detail: Specification: 

Access Control: Card reader   
Alarms: Call alarm   
Security Video:    
    
Notes & Comments    
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F.108 Fire Prevention Office 
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Administration 

Admin 
TBD 
 

   
Primary Design Factors   

Design Requirements: Shared office appropriate to function and status of (2) Fire Prevention Officers. 
Office should accommodate (2) desks/workstations, plan table & storage.   
ADA-compliant design throughout. 

    
Program Requirements Description:   

Use: Shared office Program: 250 NSF 

Each 
Category: Office Designed:         
Occupancy (normal/surge): 2 to 4   
Frequency/Duration of Use: Daily, typical business hours   
Adjacencies/Separations: Direct Access to Fire Prevention Captainôs Office, 

Proximate to Administrative Assistant, Conference 
room & public access 

  

Critical Dimensions:    
Location/Level: TBD   
Special Requirements:    
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics: STC 50-55   
Security:    
Other: Includes current Plan Storage Closet at 70 sf   
    
Services & Environment Description: Detail: Specification: 

Electrical: Outlets (on emergency power)   
Lighting: LED office standard (50 lux), plus task lighting   
Voice/Data: Min (3) phone &  data connections    
Communications: Telephone, Radio monitor   
Audio-Visual: CATV   
HVAC: Office standard   
Plumbing: None   
Fire Suppression: Per code   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Carpet, vinyl/ rubber or carpet base   
Walls: GWB   
Ceiling: ACT   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: Wood door in HM frames, lockset,    
Windows/Glazing: Exterior (insulated, low-E), operable    
Window Coverings: Blinds or shades for sun control   
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items:    
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Furniture & Equipment Description: Detail: Specification: 

Furniture: (2) Desks/workstations, task chairs, plan review 
table & visitor chairs. 

  

Fittings/Miscellaneous:    
Signage: Room identifier   
Audio-Visual/Special: Wall mounted flat screen TV/ monitor   
Office Equipment: Lateral file cabinets (2)   
Other: Clock (network)   
    
Security Systems Description: Detail: Specification: 

Access Control: Card reader   
Alarms: Call alarm   
Security Video:    
    
Notes & Comments    
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F.109 Communications Officer 
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Administration 

Admin 
TBD 
 

   
Primary Design Factors   

Design Requirements: Private office appropriate to function and status of the Deptôs Communications 
Officer. Office should accommodate desk/workstation & file storage.  
ADA-compliant design throughout. 

    
Program Requirements Description:   

Use: Private Office Program: 110 NSF 
Category: Office Designed:         
Occupancy (normal/surge): 1   
Frequency/Duration of Use: Daily, typical business hours   
Adjacencies/Separations: Proximate to Administrative Assistant & 

Conference Room 
  

Critical Dimensions:    
Location/Level: Upper Level preferred   
Special Requirements:    
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics: STC 45-50   
Security: Locking door   
Other:    
    
Services & Environment Description: Detail: Specification: 

Electrical: Outlets (on emergency power)   
Lighting: LED office standard (50 lux), plus task lighting   
Voice/Data: Min (2) phone & data connections    
Communications: Telephone   
Audio-Visual: CATV   
HVAC: Office standard   
Plumbing: None   
Fire Suppression: Per code   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Carpet, vinyl/carpet base   
Walls: GWB   
Ceiling: ACT   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: Wood door in HM frames, lockset,    
Windows/Glazing:    
Window Coverings:    
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items:    
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Furniture & Equipment Description: Detail: Specification: 

Furniture: Desk/workstation, task chair, visitorôs chair, 
bookshelf 

  

Fittings/Miscellaneous:    
Signage: Room identifier   
Audio-Visual/Special:    
Office Equipment: File cabinets   
Other: Clock (network)   
    
Security Systems Description: Detail: Specification: 

Access Control: Card reader   
Alarms:    
Security Video:    
    
Notes & Comments    
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F.110 Training Officer 
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Administration 

Admin 
TBD 
 

   
Primary Design Factors   

Design Requirements: Private office appropriate to function and status of the Deptôs Training Officer. 
Office should accommodate desk/workstation & file storage.  
ADA-compliant design throughout. 

    
Program Requirements Description:   

Use: Private Office Program: 110 NSF 
Category: Office Designed:         
Occupancy (normal/surge): 1   
Frequency/Duration of Use: Daily, typical business hours   
Adjacencies/Separations: Proximate to Administrative Assistant & 

Conference Room 
  

Critical Dimensions:    
Location/Level: TBD   
Special Requirements:    
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics: STC 45-50   
Security: Locking door   
Other:    
    
Services & Environment Description: Detail: Specification: 

Electrical: Outlets (on emergency power)   
Lighting: LED office standard (50 lux), plus task lighting   
Voice/Data: Min (2) phone & data connections    
Communications: Telephone   
Audio-Visual: CATV   
HVAC: Office standard   
Plumbing: None   
Fire Suppression: Per code   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Carpet, vinyl/carpet base   
Walls: GWB   
Ceiling: ACT   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: Wood door in HM frames, lockset,    
Windows/Glazing:    
Window Coverings:    
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items:    
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Furniture & Equipment Description: Detail: Specification: 

Furniture: Desk/workstation, task chair, visitorôs chair, 
bookshelf 

  

Fittings/Miscellaneous:    
Signage: Room identifier   
Audio-Visual/Special:    
Office Equipment: File cabinets   
Other: Clock (network)   
    
Security Systems Description: Detail: Specification: 

Access Control: Card reader   
Alarms:    
Security Video:    
    
Notes & Comments    
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F.111 SAFE Officer 
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Administration 

Admin 
TBD 
 

   
Primary Design Factors   

Design Requirements: Private office appropriate to function and status of the Deptôs Safe Officer. Office 
should accommodate desk/workstation & file storage.  
ADA-compliant design throughout. 

    
Program Requirements Description:   

Use: Private Office Program: 110 NSF 
Category: Office Designed:         
Occupancy (normal/surge): 1   
Frequency/Duration of Use: Daily, typical business hours   
Adjacencies/Separations: Proximate to Administrative Assistant & 

Conference Room 
  

Critical Dimensions:    
Location/Level: TBD   
Special Requirements:    
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics: STC 45-50   
Security: Locking door   
Other:    
    
Services & Environment Description: Detail: Specification: 

Electrical: Outlets (on emergency power)   
Lighting: LED office standard (50 lux), plus task lighting   
Voice/Data: Min (2) phone & data connections    
Communications: Telephone   
Audio-Visual: CATV   
HVAC: Office standard   
Plumbing: None   
Fire Suppression: Per code   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Carpet, vinyl/carpet base   
Walls: GWB   
Ceiling: ACT   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: Wood door in HM frames, lockset,    
Windows/Glazing:    
Window Coverings:    
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items:    
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Furniture & Equipment Description: Detail: Specification: 

Furniture: Desk/workstation, task chair, visitorôs chair, 
bookshelf 

  

Fittings/Miscellaneous:    
Signage: Room identifier   
Audio-Visual/Special:    
Office Equipment: File cabinets   
Other: Clock (network)   
    
Security Systems Description: Detail: Specification: 

Access Control: Card reader   
Alarms:    
Security Video:    
    
Notes & Comments    
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F.112 Central Copy Room 
Room Nos:  
 

Department: 
Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Common Staff Areas 

Admin  
Upper Level 
 

   
Primary Design Factors   

Design Requirements: Shared printer/ copier facilities for the Fire Dept. 
ADA-compliant design throughout. 

    
Program Requirements Description:   

Use: Shared copier/printer/work area Program: 60 NSF  

Category: Office Functional Designed:  
Occupancy (normal/surge):    
Frequency/Duration of Use: Available 24/7   
Adjacencies/Separations: Proximate to Admin functions   
Critical Dimensions:    
Location/Level: Upper Level   
Special Requirements:    
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics: STC 45-50   
Security/Ballistic:    
Other:    
    
Services & Environment Description: Detail: Specification: 

Electrical: Outlets (on emergency power)   
Lighting: LED office standard (50 lux)   
Voice/Data: Phone & data connections   
Communications:    
Audio-Visual:    
HVAC: Exhaust    
Plumbing: None   
Fire Suppression: Per code   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: LVT,/ vinyl/ rubber base   
Walls: GWB   
Ceiling: ACT   
Colors:    
Other/Special: Wall guard rail   
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: Wood doors in HM frames, latchset or push/ pull   
Windows/Glazing:    
Window Coverings:    
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items: Counter, storage cabinets & overhead storage 
Mailboxes/ slots outside of copy room 
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Furniture & Equipment Description: Detail: Specification: 

Furniture:    
Fittings/Miscellaneous: Tackboard   
Signage: Room identifier   
Audio-Visual/Special:    
Office Equipment: Copier/ printer, document handling equipment   
Other:    
    
Security Systems Description: Detail: Specification: 

Access Control: No access control   
Alarms:    
Security Video:    
    
Notes & Comments    
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F.113 Network/ I.T. Room 
Room No:  
 

Department: 
Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Administration 

Restricted 
TBD 
 

   
Primary Design Factors   

Design Requirements: ADA-compliant design throughout. 
    
Program Requirements Description:   

Use: Secure room for building network server, UPS and 
other sensitive equipment 

Program: 120 NSF 

Category: Technical Designed:  
Occupancy (normal/surge):    
Frequency/Duration of Use: Occasional   
Adjacencies/Separations: Central location preferred   
Critical Dimensions:    
Location/Level: TBD   
Special Requirements:    
    
Special Construction Description: Detail: Specification: 

Fire Ratings: 1 hour optional   
Acoustics: STC 45- 50   
Security/Ballistic:    
Other:    
    
Services & Environment Description: Detail: Specification: 

Electrical: Outlets (all on emergency power).  Grounding for 
server equipment 

  

Lighting: LED office standard (50 lux), plus task lighting   
Voice/Data: Wall Phone & multiple data connections   
Communications:    
Audio-Visual:    
HVAC: Dedicated 24/7 A/C    
Plumbing: None   
Fire Suppression: TBD   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Anti-static vinyl tile, vinyl/ rubber base   
Walls: GWB   
Ceiling: ACT   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: Wood door in HM frame, lockset   
Windows/Glazing: None   
Window Coverings:    
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items:    
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Furniture & Equipment Description: Detail: Specification: 

Furniture: Server racks ï min 2 racks   
Fittings/Miscellaneous:    
Signage: Room identifier   
Audio-Visual/Special: TBD   
Office Equipment:    
Other:    
    
Security Systems Description: Detail: Specification: 

Access Control: Card reader   
Alarms: Temperature alarm   
Security Video:    
    
Notes & Comments    

 Communications equipment to be installed in another space 
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F.114 Records Storage 
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Administration 

Secure  
TBD 
 

   
Primary Design Factors   

Design Requirements: ADA-compliant design throughout. 
    
Program Requirements Description:   

Use: Fire Dept files/ archived records Program: 180 NSF 
Category: Functional Designed:  
Occupancy (normal/surge):    
Frequency/Duration of Use: Varies   
Adjacencies/Separations:    
Critical Dimensions:    
Location/Level: Lower Level preferred due to loading   
Special Requirements:    
    
Special Construction Description: Detail: Specification: 

Fire Ratings: One hour optional   
Acoustics:    
Security/Ballistic:    
Other:    
    
Services & Environment Description: Detail: Specification: 

Electrical: Multiple Outlets (on emergency power).   
Lighting: LED utility   
Voice/Data:    
Communications:    
Audio-Visual:    
HVAC: Standard   
Plumbing: None   
Fire Suppression: Per code   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Sealed concrete   
Walls: CMU or GWB/ painted   
Ceiling: Exposed structure or GWB painted   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: Wood door in HM frame, lockset   
Windows/Glazing: None   
Window Coverings:    
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items:    
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Furniture & Equipment Description: Detail: Specification: 

Furniture: Storage shelving, racks, file cabinets   
Fittings/Miscellaneous:    
Signage: Room identifier   
Audio-Visual/Special: TBD   
Office Equipment:    
Other:    
    
Security Systems Description: Detail: Specification: 

Access Control: Card reader   
Alarms:    
Security Video:    
    
Notes & Comments    

 Optional remote Records Storage area 
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F.115 Unisex Toilet Room 
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Administration 

Admin  
TBD 
 

   
Primary Design Factors   

Design Requirements: MA AAB & ADA-compliant design throughout. 
    
Program Requirements Description:   

Use: Single occupancy lavatory  Program: 50 NSF 
Category: Toilet (unisex) Designed:  
Occupancy (normal/surge): 1   
Frequency/Duration of Use: 24/7   
Adjacencies/Separations: Proximate to Administration functions   
Critical Dimensions:    
Location/Level: TBD   
Special Requirements: One (1) single occupancy toilet room   
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics: STC 45-50   
Security/Ballistic:    
Other: Accessible unisex lavatory from Apparatus w/o 

entering office/ living areas 
  

    
Services & Environment Description: Detail: Specification: 

Electrical: GFI outlets (on emergency power)   
Lighting: LED moisture resistant   
Voice/Data:    
Communications:    
Audio-Visual:    
HVAC: Exhaust   
Plumbing: Toilet & handsink   
Fire Suppression: Per code   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Tile   
Walls: Tile wainscot/ GWB, or CMU   
Ceiling: ACT   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: HM door in HM frame, privacy set   
Windows/Glazing:    
Window Coverings:    
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items:    
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Furniture & Equipment Description: Detail: Specification: 

Furniture:    
Fittings/Miscellaneous: Wall mirror   
Signage:    
Audio-Visual/Special:    
Office Equipment:    
Other: Electric hand dryer, standard washroom 

accessories 
  

    
Security Systems Description: Detail: Specification: 

Access Control: Privacy set   
Alarms:    
Security Video:    
    
Notes & Comments    

 Single occupancy toilet room 
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F.201 Apparatus Bays 
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Operations 

Apparatus 
Main Level 
 

   
Primary Design Factors   

Design Requirements: Eight (8) bay garaging area to house emergency apparatus and firefighting 
equipment. ADA-compliant design throughout. 

    
Program Requirements Description:   

Use: Fire apparatus storage & servicing/ training Program: 6600 NSF 

Category: Garage Designed:         
Occupancy (normal/surge):    
Frequency/Duration of Use: 24/7   
Adjacencies/Separations: Adjacent to Watch Room & support areas, 

proximate to staff areas for rapid access  
  

Critical Dimensions: 18ô- 0ò Min. wide apparatus bays, 14ô-0ò x 14ô-0ò          
4-panel bi-fold apparatus exterior doors. 

  

Location/Level: Main on-grade Level   
Special Requirements:    
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics:    
Security: CCTV monitoring & recording   
Other:    
    
Services & Environment Description: Detail: Specification: 

Electrical: GFI Outlets, apparatus charging cord reels,    
Lighting: LED general lighting between bays connected to 

house alarm 
  

Voice/Data: Min (2) data connections    
Communications: Wall phone   
Audio-Visual: Wall mounted flat screen messaging monitor   
HVAC: 60° minimum, general ventilation w/ CO & N20 

monitoring & exhaust, vehicle exhaust capture 
system 

  

Plumbing: Overhead water supply, trench drains, wash sinks; 
Air compressor reel connections 

  

Fire Suppression: Per code   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Sealed/ epoxy concrete    
Walls: CMU and/or abuse resistant GWB   
Ceiling: Exposed structure - painted   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: HM doors in HM frames, locksets, 4-panel bi-fold 
apparatus doors with safety features 

  

Windows/Glazing:    
Window Coverings:    
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Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items:    
    
Furniture & Equipment Description: Detail: Specification: 

Furniture:    
Fittings/Miscellaneous:    
Signage: Room identifier   
Audio-Visual/Special: Alarm call, radio monitor(s)    
Office Equipment:    
Other: Fire pole(s) & stair for upper level access   
    
Security Systems Description: Detail: Specification: 

Access Control: Card readers   
Alarms: CO & NO2   
Security Video:    
    
Notes & Comments    

 Eight (8) apparatus & equipment bays w/ drive-thru bays preferred 
Six (6) bays for front-line apparatus. 
Engine #1 to use drive-thru bays 
Trench drains connected to exterior oil/ water separator 
Confirm is optional/ future Ambulance Service to be accommodated or planned 
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F.202 Maintenance Bay 
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Maintenance 

Apparatus 
Main Level 
 

   
Primary Design Factors   

Design Requirements: Garage bay dedicated for limited repair and maintenance of vehicles and 
equipment. ADA-compliant design throughout. 

    
Program Requirements Description:   

Use: Vehicle limited repair & maintenance bay. Program: 1000 NSF 

Category: Garage Designed:        
Occupancy (normal/surge):    
Frequency/Duration of Use: Business & extended hours   
Adjacencies/Separations: Possibly adjacent to Apparatus bays & Mechanicôs 

Workroom & Storage 
  

Critical Dimensions: 18ô-0ò Wide apparatus bay w/ 14ô-0ò x 14ô-0ò 
4-panel bi-fold or O.H. sectional apparatus door 

  

Location/Level: Main on-grade Level   
Special Requirements: Tire storage area   
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics:    
Security: CCTV monitoring & recording   
Other: Clear, unobstructed height of 20ô above bay   
    
Services & Environment Description: Detail: Specification: 

Electrical: GFI Outlets, overhead power & light reels    
Lighting: LED general lighting    
Voice/Data: Min (2) data connections    
Communications: Wall phone   
Audio-Visual:    
HVAC: 60° minimum, general ventilation w/ CO & N20 

monitoring & exhaust, vehicle exhaust capture 
system 

  

Plumbing: Trench drains, wash sinks; air compressor reel 
connections 

  

Fire Suppression: Per code ï No explosion proof   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Sealed/ epoxy concrete   
Walls: Painted CMU   
Ceiling: Exposed structure/ painted   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: HM doors in HM frames, lockset, 4-panel bi-fold 
apparatus doors with safety features 

  

Windows/Glazing:    
Window Coverings:    
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Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items:    
    
    
Furniture & Equipment Description: Detail: Specification: 

Furniture: Work benches, shelving units    
Fittings/Miscellaneous:    
Signage: Room identifier   
Audio-Visual/Special: Cameras for personnel safety   
Office Equipment:    
Other: Apparatus vehicle lifts, air compressor, service 

liquids dispensing reels 
  

    
Security Systems Description: Detail: Specification: 

Access Control: Lockset (restricted key)   
Alarms: CO & NO2   
Security Video:    
    
Notes & Comments    

 Trench drains connected to exterior oil/ water separator 
Optional location in an on-site Accessory bldg shared with a Police Vehicle 
Maintenance Bay. 
Include unisex toilet room if Maintenance bay in separate facility. 
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F.203 Vehicle Maintenance Storage 
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Maintenance 

Apparatus 
TBD 
 

   
Primary Design Factors   

Design Requirements: Secure storage room for vehicle repair equipment, supplies & materials.   
    
Program Requirements Description:   

Use: Storage   Program: 400 NSF 
Category: Garage Designed:        
Occupancy (normal/surge):    
Frequency/Duration of Use: General business hours   
Adjacencies/Separations: Adjacent to Maintenance Bay    
Critical Dimensions:    
Location/Level: Main on-grade Level   
Special Requirements:    
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics:    
Security: Locking doors   
Other:    
    
Services & Environment Description: Detail: Specification: 

Electrical: GFI Outlets   
Lighting: General lighting    
Voice/Data: 2 min. data connections at max connectivity    
Communications:    
Audio-Visual:    
HVAC: General ventilation   
Plumbing:    
Fire Suppression: Per Code ï Not explosion proof   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Sealed concrete   
Walls: Painted CMU   
Ceiling: Exposed structure - painted   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: Steel door in HM frames, lockset,    
Windows/Glazing:    
Window Coverings:    
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items:    

 
Furniture & Equipment Description: Detail: Specification: 

Furniture: Shelving units    
Fittings/Miscellaneous:    
Signage: Room identifier   
Audio-Visual/Special:    
Office Equipment:    
Other:    
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Security Systems Description: Detail: Specification: 

Access Control: Lockset (restricted key)   
Alarms:    
Security Video:    
    
Notes & Comments    
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F.204 Vehicle Maintenance Workroom 
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Maintenance 

Apparatus 
TBD 
 

   
Primary Design Factors   

Design Requirements: Office & workspace for vehicle maintenance functions. 
    
Program Requirements Description:   

Use: Office/ Storage   Program: 200 NSF 
Category: Garage Designed:         
Occupancy (normal/surge): 1   
Frequency/Duration of Use: General business hours   
Adjacencies/Separations: Adjacent to Maintenance Bay    
Critical Dimensions:    
Location/Level: Main on-grade Level   
Special Requirements:    
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics:    
Security: Locking doors   
Other:    
    
Services & Environment Description: Detail: Specification: 

Electrical: GFI Outlets   
Lighting: General lighting    
Voice/Data: 2 min. data connections at max connectivity    
Communications: Wall phone   
Audio-Visual:    
HVAC: General ventilation   
Plumbing:    
Fire Suppression: Per code   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Sealed concrete   
Walls: Painted CMU   
Ceiling: Exposed structure - painted   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: Steel door in HM frames, lockset,    
Windows/Glazing:    
Window Coverings:    
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items:    

 
Furniture & Equipment Description: Detail: Specification: 

Furniture: Desk/ task chair, work bench(s), tool storage crib, 
shelving units  

  

Fittings/Miscellaneous:    
Signage: Room identifier   
Audio-Visual/Special:    
Office Equipment: File cabinets   
Other: Personnel locker   
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Security Systems Description: Detail: Specification: 

Access Control: Card reader   
Alarms:    
Security Video:    
    
Notes & Comments    
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F.205 Watch Room 
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Operations 

Apparatus 
Main Level 
 

   
Primary Design Factors   

Design Requirements: Office to house Fire Department secondary dispatching & supervision.  
ADA-compliant design throughout. 

    
Program Requirements Description:   

Use: Fire dispatching & radio equipment Program: 140 NSF 

Category: Communications Designed:         
Occupancy (normal/surge): 1- 2   
Frequency/Duration of Use: Available 24/7   
Adjacencies/Separations: Adjacent to Apparatus Bays    
Critical Dimensions:    
Location/Level: Main on-grade Level   
Special Requirements:    
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics: STC 45-50   
Security:    
Other:    
    
Services & Environment Description: Detail: Specification: 

Electrical: Outlets (on emergency power)   
Lighting: LED office standard (50 lux), plus dimmable 

lighting 
  

Voice/Data: Min (2) phone & (6) data connections    
Communications:    
Audio-Visual: CATV   
HVAC: Office standard   
Plumbing: None   
Fire Suppression: Per code   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Sealed/ epoxy concrete   
Walls: GWB   
Ceiling: ACT   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: HM door in HM frames, lockset,    
Windows/Glazing: Interior sidelights to Apparatus   
Window Coverings:    
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items: Dispatching equipment/ radio unit & storage 
cabinet 
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Furniture & Equipment Description: Detail: Specification: 

Furniture: Workstation or counter, task chairs (2) & 
bookshelves  

  

Fittings/Miscellaneous:    
Signage: Room identifier   
Audio-Visual/Special: Wall mounted flat screen monitors for CCTV & 

CATV 
  

Office Equipment: File cabinets   
Other: Clock (network)   
    
Security Systems Description: Detail: Specification: 

Access Control: Card reader   
Alarms:    
Security Video:    
    
Notes & Comments    

 Daylight/ exterior views preferred for surveillance of exterior apron 
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F.206 Turn-Out Gear Storage 
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Operations 

Apparatus 
Main Level 
 

   
Primary Design Factors   

Design Requirements: Storage and donning of Firefighters protective Turn-out Gear (TOG) 
ADA-compliant design throughout. 

    
Program Requirements Description:   

Use: Storage of Firefighters protective turn-out gear  Program: 1100 NSF 

Category: Storage Designed:         
Occupancy (normal/surge): Varies   
Frequency/Duration of Use: Available 24/7   
Adjacencies/Separations: Adjacent to Apparatus Bays & expedient for staff 

access  
  

Critical Dimensions:    
Location/Level: Main on-grade Level   
Special Requirements: Open to Apparatus Bays   
    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics:    
Security:    
Other:    
    
Services & Environment Description: Detail: Specification: 

Electrical: Outlets (on emergency power)    
Lighting: LED storage room lighting, occupancy sensor   
Voice/Data: Phone jack    
Communications: Wall phone   
Audio-Visual:    
HVAC: Storage standard, positive pressure   
Plumbing: Floor drain(s)   
Fire Suppression: Per code   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Sealed/ epoxy concrete   
Walls: GWB   
Ceiling: ACT   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: Framed wall openings   
Windows/Glazing:    
Window Coverings:    
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items:    
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Furniture & Equipment Description: Detail: Specification: 

Furniture: Turn-out gear open storage racks/ lockers (60) 36ò 
double-wide for (2) TOG per locker 

  

Fittings/Miscellaneous:    
Signage: Room identifier   
Audio-Visual/Special:    
Office Equipment:    
Other:    
    
Security Systems Description: Detail: Specification: 

Access Control:    
Alarms:    
Security Video:    
    
Notes & Comments    

 Two (2) TOG per Firefighter or 15 per shift x 2 x 4 shifts = 120 TOG 
More Firefighters stationed at Headquarters than reside at Headquarters 
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F.207 Decon Wash 
Room No:  Department: 

Division/Unit: 
Zone: 
Location: 
Representative: 

Fire 
Operations 

Apparatus 
 
 

   
Primary Design Factors   

Design Requirements: Space to wash & decontamination of staff, materials and equipment.  
ADA-compliant design throughout. 

    
Program Requirements Description:   

Use: Decontamination of personnel & equipment Program: 120 NSF 

Category: Decon Designed:         
Occupancy (normal/surge):    
Frequency/Duration of Use: Available 24/7   
Adjacencies/Separations: Direct access to Apparatus Bays & other Decon 

spaces, optional exterior entry 
  

Critical Dimensions:    
Location/Level: Main Level   
Special Requirements: Sized for (2) personnel in turn-out gear to wash 

each other & to wash down of equipment 
  

    
Special Construction Description: Detail: Specification: 

Fire Ratings:    
Acoustics:    
Security:    
Other: Open to Apparatus Bays   
    
Services & Environment Description: Detail: Specification: 

Electrical: GFI outlets (on emergency power)   
Lighting: LED general lighting, waterproof & vapor tight   
Voice/Data:    
Communications:    
Audio-Visual:    
HVAC: General ventilation/ exhaust   
Plumbing: Wall shower, wall sink, hose bib & floor drain   
Fire Suppression: Per code   
    
Finishes & Materials Description: Detail: Specification: 

Floor/Base: Sealed/ epoxy concrete   
Walls: CMU/ epoxy paint   
Ceiling: Exposed structure/ painted, water resistant   
Colors:    
Other/Special:    
    
Doors & Windows Description: Detail: Specification: 

Doors/Frames & Hardware: Framed interior opening, optional exterior access 
door 

  

Windows/Glazing:    
Window Coverings:    
    
Millwork & Built-Ins Description: Detail: Specification: 

Built-in Items: Shelving over sink   
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Furniture & Equipment Description: Detail: Specification: 

Furniture: Wall rack for hanging turn-out gear   
Fittings/Miscellaneous:    
Signage: Room identifier   
Audio-Visual/Special:  

 
  

Office Equipment:    
Other: Wash hose & brushes   
    
Security Systems Description: Detail: Specification: 

Access Control:    
Alarms:    
Security Video:    
    
Notes & Comments    

  
    
   
   
   

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 




